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Family
Room

38'-10" x 17'-5"
10 CFM Fresh Air

Bedroom 4
9'-10" x 10'-6"

10 CFM Fresh Air
Smoke Detector

Bedroom 5
11'-10" x 10'-6"

10 CFM Fresh Air
Smoke Detector

Bath
50 CFM

Closet
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4040 SV

4040 SV

5050 SV

4" Conc.
Pour Over
Undisturbed
Soil

3' Clearance in
front of Furnace
Seismic Straps

around WH

Mechanical

Flex Room
13'-10" x 12'-0"

10 CFM Fresh Air
Smoke Detector
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TRIPLE CAR GARAGE
4" CONCRETE SLAB

SLOPE CONC. FLOOR
TO DRAIN TO

GARAGE DOOR

Cut 16' for Garage
Door opening
with Req. Blocking

Cut 9' for Garage
Door opening
with Req. Blocking

Cut 3' for Passage
Door opening
with Req. Blocking

T-Wall
Duct

Work

J

J
J

Center Of
Footing

Center Of
Footing

Center Of
Footing

S
CM

T-Wall

S
CM



9x8 OH Garage Door

16x8 OH Garage Door
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Master
Bedroom/1

13'-0" x 15'-0"
10 CFM Fresh Air

9' Flat Ceiling
Smoke Detector

Bedroom 2
11'-0" x 11'-0"

10 CFM Fresh Air
9' Flat Ceiling

Smoke Detector

Bedroom 3
10'-8" x 11'-0"

10 CFM Fresh Air
9' Flat Ceiling

Smoke Detector

Bath
50 CFM

Hall
9' Ceiling

Laundry
6'-2"x5"-11"

50 CFM 80 WHF

Master
Bath
50 CFM

Kitchen
10'-0" x 11'-9"

100 CFM
9' Flat Ceiling

Great Room
17'-2" x 17'-9"

10 CFM Fresh Air
10' Flat Ceiling

B
u
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-i
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B
u
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Dining
10'-2" x 11'-0"

10 CFM Fresh Air
9' Flat Ceiling

Entry
9' Ceiling

Covered
Patio

Pantry

3
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3 Car
Garage

898 Square Feet

2-3050-SH

4050 SV

4050 SV 2-3050 SH 2-3050 SH

3050 SH3050 SH

3016 Tra 3016 Tra5016 Tra

5050 F

Temp

2040 Csmt
Temp

Basement Ledge

2668 Op

WIC
L
n
.

4016 F

1616 F
7'-8" Header Hgt

1616 F
7'-8" Header Hgt

1616 F
7'-8" Header Hgt

Half
Wall

Railing

3068
12" SLS

Contractor to locate exact
location of req'd 22" x 30"
Attic Access Point
Min. 30" Vert. Head Room
Clearance (R807.1)

1hr Firewall No
Penetrations

20min Fire Rated
1-3/8" Solid Door
or Equal, Self Close

S
CM

S
CM

CS-PF

CS-PF

CS-PF

CS-PF

Temp

TOTAL SQ. FTG.= 3418

MAIN FLOOR= 1708/1612 INTERIOR
BASEMENT= 1710/1505 INTERIOR

GARAGE= 898


